
1 | Hingham  Energy Reduction Plan 201 8

Town of Hingham  Energy
Reduction Plan

Prepared by the Metropolitan Area Planning Council
with support from the Town of Hingham

In fulfillment of the
Massachusetts Green Communities Grant Program Criterion 3

October  2018

Table of Contents

I. Purpose and Acknowledgements........................................................................................3



2 | Hingham  Energy Reduction Plan 201 8

II. Executive Summary............................................................................................................ 5

III. Energy Use Baseline Inventory...........................................................................................9

IV. Energy Reduction Plan..................................................................................................... 12

V. Appendix A: Municipal Energy Consumption for FY 2018 



3 | Hingham  Energy Reduction Plan 201 8

I. Purpose and Acknowledgements

A. Letters from Both General Government and School District Verifying 
Adoption of the ERP
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B. List of Contributors:

The collaborative efforts of the Town Administrator Tom Mayo, Assistant
Town Administrator Michelle Monsegur, Energy Action Committee Chair 
Brad Moyer, Hingham Municipal Light Plant Director Paul Heanue, and 
MA Department of Energy Resources
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II. Executive Summary

A. Narrative Summary of the Town
The Town of Hingham is a Plymouth County community situated on the 
South Shore of Massachusetts. Hingham was settled by the English in 
1633, under the name 
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Oil Heat 8
Natural Gas Heat 20
Propane Heat 1
Biomass Heat 0
Other Heat Type 0
Electric or No heat 0

Open Space
Properties 4

Vehicles
Gasoline or Diesel 111
Hybrid 1
Electric 0

Street Lights
Cobraheads 2,331
Decoratives 0

Traffic Lights 9
Water and Sewer

Drinking Water Treatment Plant 0
Drinking Water Pumping Station 2
Wastewater Treatment Plant 0
Wastewater Lift Station (Pumping 
Station)

12
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1 From Mass Energy Insight, Energy Reduction Plan Guidance Table 3 (MMBTU) tab, for FY 2018

C. Summary of Energy Use Baseline and Plans for Reduction

This Energy Reduction Plan commits Hingham to reduce energy use in 
municipal facilities by at least 20% compared to Fiscal Year (FY) 2018 over 
five years. In the baseline year, the Town used 100,991 MMBTUs of 
energy1. A process called weather normalization can be used to adjust this 
usage data to remove the influence of unusually hot or cold weather, which 
allows for better 
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Facility Category.

Hingham has identified energy savings measures in each facility category 
to reduce energy use 23% based on the total non-weather normalized 
usage, as illustrated in Table 2a.

Table 2a: Summary of Municipal Energy Use & Reductions

Facility Category

MMBTU
Used in
Baseline

Year

% of Total
MMBTU Baseline

Energy
Consumption

Projected
Planned
MMBTU
Savings

Savings as % of
Total MMBTU

Baseline Energy
Consumption

Non-Weather 
Normalized

Buildings 73,503 72.78% 17,977 17.80%
Open Space 7 0.01% 14 0.01%

Street/Traffic Lights 3,521 3.49% 2,044 2.02%
Vehicles 22,558 22.34% 3,566 3.53%

Water/Sewer/Pumping 1,402 1.39% 241 0.24%
Total Non-Weather 
Normalized

100,991
100% 19,814 23.61%
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III. Energy Use Baseline Inventory

A. Identification of the Inventory Tool Used  
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Of the top ten energy users in Hingham, all are buildings and all six 
schools are represented.

Table 2b . Top 10 Energy Users in Hingham

User
Annual Energy Use

(MMBTU)
Annual Energy Use

(% of Baseline)
Hingham High School 20,614 20.41%
Hingham Middle School 10,762 10.66%
Hingham Town Hall 7,673 7.60%
South Elementary School 6,208 6.15%
Foster Elementary School 5,302 5.25%
South Shore Country Club 4,650 4.60%
Plymouth River Elementary 
School 3,816 3.78%
Hingham Public Library 3,717 3.68%
East Elementary School 2,709 2.68%
Central Fire Station 1,883 1.86%

Appendix A  presents Table 3a and 3b  showing energy use for each 
municipal facility in native units and MMBTUs in the baseline year. Note 
that Appendix A shows non-weather normalized data.

D. Energy Reduction Goal - Hingham
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IV. Energy Reduction Plan

A. Narrati ve Summary

Table 4 (see page 19) shows all identified energy reduction measures in 
each facility to reduce non-weather normalized  usage from FY 2018 by 
20,198 MMBTUs or 20%. The following section outlines the goals for 
energy efficiency implementation by year, and discusses management and 
oversight strategies for effective implementation. 

As shown in Table 5, just over half of the energy reductions needed to meet
the Town
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Buildings:

Retrofit Measures
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3. Energy Efficiency Identification Measures:

http://www.masscec.com/
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o Update on Green Communities competitive grant 
applications.

2. Summary of Energy Audit(s) or Other Sources for Projected Energy 
Savings
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Building/Site Name
Energy 

Conservation 
Measure Name

Projected 
Annual 

Electricity 
Savings 

(kWh)

Projected 
Annual 

Natural Gas 
Savings 
(therms)

Projected 
Annual Oil 
Savings 
(gallons)

Total 
MMBTU 
Savings

Projected 
Annual Cost 
Savings ($)

Total 
Installed 
Cost ($)

Utility 
Incentives 

($)
Net Cost ($) Payback

Hingham High School LED Lighting 367,517 0 0 1,254 $66,153 $437,913 $0 $437,913 6.6
Hingham High School Condensing Boilers 0 19,688 0 1,969 $23,626 $611,874 $20,000 $591,874 25.1

Hingham High School Refrigeration Controls 16,113 0 0 55 $2,900 $19,044 $0 $19,044 6.6

Hingham High School Kitchen Fan Controls 6,562 1,719 0 194 $3,244 $29,089 $1,719 $27,370 8.4

Hingham High School
Demand Control 
Ventilation

0 11,994 0 1,199 $14,393 $106,470 $9,600 $96,870 6.7

Hingham High School
Demand Control 
Ventilation

30,063 4,463 0 549 $10,767 $30,940 $3,900 $27,040 2.5

Hingham High School
Variable Frequency 
Drives/ Motors

8,533 0 0 29 $1,536 $19,680 $0 $19,680 12.8

Hingham High School
Building 
Weatherization

6,560 4,421 0 464 $6,486 $58,734 $2,211 $56,524 8.7

Hingham High School Mechanical Insulation 0 1,323 0 132 $1,588 $9,946 $662 $9,285 5.8

Hingham High School
Replace 
Transformers

137,152 0 0 468 $24,687 $180,651 $0 $180,651 7.3

Hingham Middle School LED Lighting 159,199 0 0 543 $28,656 $195,629 $0 $195,629 6.8

Hingham Middle School
Building 
Weatherization

1,091 736 0 77 $1,080 $11,574 $368 $11,206 10.4

Hingham Middle School Mechanical Insulation 0 772 0 77 $926 $4,754 $386 $4,368 4.7
Foster Elementary School LED Lighting 204,161 0 0 697 $36,749 $208,881 $0 $208,881 5.7

Foster Elementary School Refrigeration Controls 7,825 0 0 27 $1,409 $12,588 $0 $12,588 8.9

Foster Elementary School Kitchen Fan Controls 932 0 737 106 $2,084 $15,744 $0 $15,744 7.6

Foster Elementary School
Energy Management 
System

11,602 0 5,608 819 $16,668 $204,100 $0 $204,100 12.2

Foster Elementary School RTU Optimizer 3,153 0 29 15 $644 $7,194 $0 $7,194 11.2

Foster Elementary School
Building 
Weatherization

2,532 0 1,228 179 $3,649 $22,760 $0 $22,760 6.2

Foster Elementary School Mechanical Insulation 0 0 1,225 170 $3,185 $20,632 $0 $20,632 6.5

Foster Elementary School
Steam Boiler Controls 
(Oil-to-Gas)

8,557 -38,893 29,513 242 $31,603 $144,000 $2,927 $141,073 4.5

Plymouth River School LED Lighting 114,104 0 0 389 $20,539 $178,624 $0 $178,624 8.7

Plymouth River School Refrigeration Controls 8,605 0 0 29 $1,549 $12,975 $0 $12,975 8.4

Plymouth River School Kitchen Fan Controls 24,974 0 0 85 $4,495 $23,277 $0 $23,277 5.2

Plymouth River School
Building 
Weatherization

43,385 0 0 148 $7,809 $20,107 $0 $20,107 2.6

Plymouth River School RTU Optimizer 9,219 0 0 31 $1,659 $16,951 $0 $16,951 10.2
South Elementary School Condensing Boilers 0 6,668 0 667 $8,002 $181,200 $15,000 $166,200 20.8

South Elementary School
Energy Management 
System

4,983 56 0 23 $964 $6,500 $900 $5,600 5.8

South Elementary School Refrigeration Controls 7,925 0 0 27 $1,427 $11,813 $0 $11,813 8.3

South Elementary School Kitchen Fan Controls 5,145 955 0 113 $2,072 $24,289 $955 $23,334 11.3

South Elementary School
Building 
Weatherization

1,829 1,233 0 130 $1,809 $13,940 $617 $13,323 7.4

South Elementary School Mechanical Insulation 0 1,986 0 199 $2,383 $12,658 $993 $11,665 4.9

South Elementary School
Variable Frequency 
Drives/ Motors

26,494 0 0 90 $4,769 $14,040 $0 $14,040 2.9

East Elementary School LED Lighting 260,685 0 0 889 $46,923 $163,367 $0 $163,367 3.5

East Elementary School
Building 
Weatherization

2,084 1,404 0 148 $2,060 $21,535 $702 $20,833 10.1

East Elementary School Mechanical Insulation 0 505 0 51 $606 $4,731 $253 $4,478 7.4
Hingham Library LED Lighting 122,255 0 0 417 $22,006 $98,484 $0 $98,484 4.5

Hingham Library
Variable Frequency 
Drives/ Motors

13,830 0 0 47 $2,489 $19,968 $0 $19,968 8.0

Town Hall LED Lighting 211,897 0 0 723 $38,141 $197,155 $0 $197,155 5.2
Town Hall Condensing Boilers 0 2,038 0 204 $2,446 $195,000 $12,000 $183,000 74.8
Central Fire Station LED Lighting 67,490 0 0 230 $12,148 $46,514 $0 $46,514 3.8

Central Fire Station
Condensing Boiler 
(Oil-to-Gas)

0 -6,011 5,068 103 $5,965 $66,000 $4,000 $62,000 10.4

Central Fire Station Infrared Heaters 0 240 0 24 $288 $28,000 $1,500 $26,500 92.0
North Fire Station LED Lighting 9,240 0 0 32 $1,663 $12,793 $0 $12,793 7.7

North Fire Station
Condensing Boiler 
(Oil-to-Gas)

0 -2,950 2,487 51 $2,927 $24,000 $2,000 $22,000 7.5

North Fire Station
Wi-Fi Programmable 
T-Stats

1,617 0 48 12 $416 $1,823 $0 $1,823 4.4

South Fire Station LED Lighting 12,637 0 0 43 $2,275 $13,873 $0 $13,873 6.1

South Fire Station
Condensing Boiler 
(Oil-to-Gas)

0 -3,116 2,628 54 $3,093 $24,000 $2,000 $22,000 7.1

South Fire Station
Wi-Fi Programmable 
T-Stats

0 0 59 8 $152 $1,823 $0 $1,823 12.0

DPW Headquarters LED Lighting 53,834 0 0 184 $9,690 $66,768 $0 $66,768 6.9
DPW Headquarters Infrared Heaters 0 480 0 48 $576 $37,800 $3,000 $34,800 60.4

DPW Headquarters
Building 
Weatherization

1,214 818 0 86 $1,200 $17,866 $409 $17,457 14.5

DPW Headquarters
Wi-Fi Programmable 
T-Stats

3,557 208 0 33 $890 $4,860 $800 $4,060 4.6

Transfer Station LED Lighting 1,876 0 0 6 $338 $3,408 $0 $3,408 10.1
South Shore Country Club Kitchen Fan Controls 4,751 2,654 0 282 $4,040 $18,965 $2,654 $16,311 4.0

South Shore Country Club Refrigeration Controls 11,534 0 0 39 $2,076 $19,135 $0 $19,135 9.2

South Shore Country Club RTU Optimizer 4,961 0 0 17 $893 $7,150 $0 $7,150 8.0
Old HMLP LED Lighting 4,052 0 0 14 $729 $11,635 $0 $11,635 16.0
School Depot LED Lighting 10,889 0 0 37 $1,960 $12,548 $0 $12,548 6.4

Old Tree & Park Barn
Condensing Boiler 
(Oil-to-Gas)

0 -803 677 14 $797 $18,500 $1,000 $17,500 22.0

GAR Hall LED Lighting 2,242 0 0 8 $404 $3,923 $0 $3,923 9.7
Old DPW Barn LED Lighting 3,099 0 0 11 $558 $5,400 $0 $5,400 9.7
Building 12 LED Lighting 19,693 0 0 67 $3,545 $11,846 $0 $11,846 3.3
Building 179 LED Lighting 13,727 0 0 47 $2,471 $13,680 $0 $13,680 5.5

Broad Cove Station
Variable Frequency 
Drives/ Motors

51,679 0 0 176 $9,302 $59,540 $0 $59,540 6.4

Walton Cove Station
Variable Frequency 
Drives/ Motors

12,823 0 0 44 $2,308 $30,132 $0 $30,132 13.1

South Street Station
Variable Frequency 
Drives/ Motors

6,100 0 0 21 $1,098 $33,807 $0 $33,807 30.8

To insert additional rows, select 
this row, right-click, and select 
"Insert."

2,125,981 12,588 49,307 525,982 4,164,598 90,554 4,074,044

7253.847115 1258.831304 6853.742457 15,366TOTAL MMBtu SAVINGS
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Building/Site Name
Energy 

Conservation 
Measure Name

Projected 
Annual 

Electricity 
Savings 

(kWh)

Projected 
Annual 

Natural Gas 
Savings 
(therms)

Projected 
Annual Oil 
Savings 
(gallons)

Total 
MMBTU 
Savings

Projected 
Annual Cost 
Savings ($)

Total 
Installed 
Cost ($)

Utility 
Incentives 

($)
Net Cost ($) Payback

Hingham High School LED Lighting 367,517 0 0 1,254 $66,153 $437,913 $0 $437,913 6.6
Hingham High School Condensing Boilers 0 19,688 0 1,969 $23,626 $611,874 $20,000 $591,874 25.1

Hingham High School Refrigeration Controls 16,113 0 0 55 $2,900 $19,044 $0 $19,044 6.6

Hingham High School Kitchen Fan Controls 6,562 1,719 0 194 $3,244 $29,089 $1,719 $27,370 8.4

Hingham High School
Demand Control 
Ventilation

0 11,994 0 1,199 $14,393 $106,470 $9,600 $96,870 6.7

Hingham High School
Demand Control 
Ventilation

30,063 4,463 0 549 $10,767 $30,940 $3,900 $27,040 2.5

Hingham High School
Variable Frequency 
Drives/ Motors

8,533 0 0 29 $1,536 $19,680 $0 $19,680 12.8

Hingham High School
Building 
Weatherization

6,560 4,421 0 464 $6,486 $58,734 $2,211 $56,524 8.7

Hingham High School Mechanical Insulation 0 1,323 0 132 $1,588 $9,946 $662 $9,285 5.8

Hingham High School
Replace 
Transformers

137,152 0 0 468 $24,687 $180,651 $0 $180,651 7.3

Hingham Middle School LED Lighting 159,199 0 0 543 $28,656 $195,629 $0 $195,629 6.8

Hingham Middle School
Building 
Weatherization

1,091 736 0 77 $1,080 $11,574 $368 $11,206 10.4

Hingham Middle School Mechanical Insulation 0 772 0 77 $926 $4,754 $386 $4,368 4.7
Foster Elementary School LED Lighting 204,161 0 0 697 $36,749 $208,881 $0 $208,881 5.7

Foster Elementary School Refrigeration Controls 7,825 0 0 27 $1,409 $12,588 $0 $12,588 8.9

Foster Elementary School Kitchen Fan Controls 932 0 737 106 $2,084 $15,744 $0 $15,744 7.6

Foster Elementary School
Energy Management 
System

11,602 0 5,608 819 $16,668 $204,100 $0 $204,100 12.2

Foster Elementary School RTU Optimizer 3,153 0 29 15 $644 $7,194 $0 $7,194 11.2

Foster Elementary School
Building 
Weatherization

2,532 0 1,228 179 $3,649 $22,760 $0 $22,760 6.2

Foster Elementary School Mechanical Insulation 0 0 1,225 170 $3,185 $20,632 $0 $20,632 6.5

Foster Elementary School
Steam Boiler Controls 
(Oil-to-Gas)

8,557 -38,893 29,513 242 $31,603 $144,000 $2,927 $141,073 4.5

Plymouth River School LED Lighting 114,104 0 0 389 $20,539 $178,624 $0 $178,624 8.7

Plymouth River School Refrigeration Controls 8,605 0 0 29 $1,549 $12,975 $0 $12,975 8.4

Plymouth River School Kitchen Fan Controls 24,974 0 0 85 $4,495 $23,277 $0 $23,277 5.2

Plymouth River School
Building 
Weatherization

43,385 0 0 148 $7,809 $20,107 $0 $20,107 2.6

Plymouth River School RTU Optimizer 9,219 0 0 31 $1,659 $16,951 $0 $16,951 10.2
South Elementary School Condensing Boilers 0 6,668 0 667 $8,002 $181,200 $15,000 $166,200 20.8

South Elementary School
Energy Management 
System

4,983 56 0 23 $964 $6,500 $900 $5,600 5.8

South Elementary School Refrigeration Controls 7,925 0 0 27 $1,427 $11,813 $0 $11,813 8.3

South Elementary School Kitchen Fan Controls 5,145 955 0 113 $2,072 $24,289 $955 $23,334 11.3

South Elementary School
Building 
Weatherization

1,829 1,233 0 130 $1,809 $13,940 $617 $13,323 7.4

South Elementary School Mechanical Insulation 0 1,986 0 199 $2,383 $12,658 $993 $11,665 4.9

South Elementary School
Variable Frequency 
Drives/ Motors

26,494 0 0 90 $4,769 $14,040 $0 $14,040 2.9

East Elementary School LED Lighting 260,685 0 0 889 $46,923 $163,367 $0 $163,367 3.5

East Elementary School
Building 
Weatherization

2,084 1,404 0 148 $2,060 $21,535 $702 $20,833 10.1

East Elementary School Mechanical Insulation 0 505 0 51 $606 $4,731 $253 $4,478 7.4
Hingham Library LED Lighting 122,255 0 0 417 $22,006 $98,484 $0 $98,484 4.5

Hingham Library
Variable Frequency 
Drives/ Motors

13,830 0 0 47 $2,489 $19,968 $0 $19,968 8.0

Town Hall LED Lighting 211,897 0 0 723 $38,141 $197,155 $0 $197,155 5.2
Town Hall Condensing Boilers 0 2,038 0 204 $2,446 $195,000 $12,000 $183,000 74.8
Central Fire Station LED Lighting 67,490 0 0 230 $12,148 $46,514 $0 $46,514 3.8

Central Fire Station
Condensing Boiler 
(Oil-to-Gas)

0 -6,011 5,068 103 $5,965 $66,000 $4,000 $62,000 10.4

Central Fire Station Infrared Heaters 0 240 0 24 $288 $28,000 $1,500 $26,500 92.0
North Fire Station LED Lighting 9,240 0 0 32 $1,663 $12,793 $0 $12,793 7.7

North Fire Station
Condensing Boiler 
(Oil-to-Gas)

0 -2,950 2,487 51 $2,927 $24,000 $2,000 $22,000 7.5

North Fire Station
Wi-Fi Programmable 
T-Stats

1,617 0 48 12 $416 $1,823 $0 $1,823 4.4

South Fire Station LED Lighting 12,637 0 0 43 $2,275 $13,873 $0 $13,873 6.1

South Fire Station
Condensing Boiler 
(Oil-to-Gas)

0 -3,116 2,628 54 $3,093 $24,000 $2,000 $22,000 7.1

South Fire Station
Wi-Fi Programmable 
T-Stats

0 0 59 8 $152 $1,823 $0 $1,823 12.0

DPW Headquarters LED Lighting 53,834 0 0 184 $9,690 $66,768 $0 $66,768 6.9
DPW Headquarters Infrared Heaters 0 480 0 48 $576 $37,800 $3,000 $34,800 60.4

DPW Headquarters
Building 
Weatherization

1,214 818 0 86 $1,200 $17,866 $409 $17,457 14.5

DPW Headquarters
Wi-Fi Programmable 
T-Stats

3,557 208 0 33 $890 $4,860 $800 $4,060 4.6

Transfer Station LED Lighting 1,876 0 0 6 $338 $3,408 $0 $3,408 10.1
South Shore Country Club Kitchen Fan Controls 4,751 2,654 0 282 $4,040 $18,965 $2,654 $16,311 4.0

South Shore Country Club Refrigeration Controls 11,534 0 0 39 $2,076 $19,135 $0 $19,135 9.2

South Shore Country Club RTU Optimizer 4,961 0 0 17 $893 $7,150 $0 $7,150 8.0
Old HMLP LED Lighting 4,052 0 0 14 $729 $11,635 $0 $11,635 16.0
School Depot LED Lighting 10,889 0 0 37 $1,960 $12,548 $0 $12,548 6.4

Old Tree & Park Barn
Condensing Boiler 
(Oil-to-Gas)

0 -803 677 14 $797 $18,500 $1,000 $17,500 22.0

GAR Hall LED Lighting 2,242 0 0 8 $404 $3,923 $0 $3,923 9.7
Old DPW Barn LED Lighting 3,099 0 0 11 $558 $5,400 $0 $5,400 9.7
Building 12 LED Lighting 19,693 0 0 67 $3,545 $11,846 $0 $11,846 3.3
Building 179 LED Lighting 13,727 0 0 47 $2,471 $13,680 $0 $13,680 5.5

Broad Cove Station
Variable Frequency 
Drives/ Motors

51,679 0 0 176 $9,302 $59,540 $0 $59,540 6.4

Walton Cove Station
Variable Frequency 
Drives/ Motors

12,823 0 0 44 $2,308 $30,132 $0 $30,132 13.1

South Street Station
Variable Frequency 
Drives/ Motors

6,100 0 0 21 $1,098 $33,807 $0 $33,807 30.8

To insert additional rows, select 
this row, right-click, and select 
"Insert."

2,125,981 12,588 49,307 525,982 4,164,598 90,554 4,074,044

7253.847115 1258.831304 6853.742457 15,366TOTAL MMBtu SAVINGS
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C. Summary of Long-Term Energy Reduction Goals 
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practices will provide opportunities to instill the energy saving ethos into 
additional policies and programs for more dedicated long-term funding 
streams and strategies.
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V. Appendix A : Municipa l Energy Consumption for FY 2018  
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Table 3b. Baseline in Native Units
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VI. Appendix B: Building & Water/Sewer Energy Audits  
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VIII. Appendix C: Streetlight Calculations 
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IX. Appendix D: Vehicle Calculations  
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Gallons Diesel Saved per
Year 1,510
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X. Appendix E: Behavior-Based Energy Savings  - MAPC

Building Operator Certification

The Building Operator Certification (BOC) program teaches facilities 
personnel to understand these systems and bring them collectively to peak 
efficiency. BOC suggests that based on evaluated programs, the 
certification will have an average savings of:

http://www.theboc.info/why-boc/energy-savings-evaluation-reports/
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School Behavior-Based Savings Program

A School Behavior-Based Energy Use Reduction Program will allow 
Hingham to not only better understand the inefficiencies in its school 
building operations, but will also help the Town implement programs that 
will work synergistically with existing investments in energy infrastructure in 
school buildings. Further, this program can support or expand school 
curriculum by using 

http://centerforgreenschools.org/sites/default/files/resource-files/Behavior-based-Efficiency.pdf
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$15,000 to $20,000 for a consultant. Also, each school would want to set 
aside about $500 to $1,000 per year to pay for materials the students may 
need to implement their behavioral awareness programs. While this may 
appear to be a lot of money, Table A shows that the costs could be fully 
recouped within a single year.

For Hingham, MAPC assumed a conservative 5% savings per year for 
electricity in its schools.

Table A. Behavior-Based Energy Reduction Programs

School
MMBTU 
Electricity FY 
2018

Reduction 
from Program

MMBTU 
Saved 
Electricity 
(Annual)

kWh Saved 
Electricity 
(Annual)

Cost Savings
Electricity 
(Annual) 
*Assumes 
$00.15/kWh

Hingham High School 5,875

5%

293.75 86,093 $12,914
Hingham Middle School 4,976 248.8 72,919 $10,938
Plymouth River Elementary 
School 2,709 135.45 39,698 $5,955

East School 2,709 135.45 39,698 $5,955
South Elementary School 1,903 95.15 27,887 $4,183
Foster Elementary School 1,262 63.1 18,494 $2,774
Total 19,434 �� 971.7 284,789 $42,718
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2 If a conversion factor for a fuel you use is not provided, please contact DOER.
3 Calculated Values from those of diesel and B100 biodiesel

XII. Appendix F: MMBTU Conversion Chart 
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